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Attachment 2 – Examples of FAA Inspection Findings 
 

No Primer 

Wire 
bundle too 
long 

Chafing 

Chafing 

Clamps on 
wrong side
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Bundle misrouted / 
too long 

Chaffing

Bundle misrouted / 
too long 

Chafing 
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Clamp 
Missing 

Spacing 

Wrong 
Clamp 
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Wrong Location / 
Defective Clamp 
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Chafing 
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Chafing 

Improper 
routing 



Chafing 
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Chafing 
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Sleeving size 
incorrect 

Riding on 
pump handle 
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Snap Tube improperly 
installed 



Chafing 

11 

Attachment 2 - Examples of FAA Inspection Findings 



Chafing 
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Chafing because of 
improper routing 

13 

Attachment 2 - Examples of FAA Inspection Findings 



14 

Attachment 2 - Examples of FAA Inspection Findings 
 

Chafing because of 
improper routing 


